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vertical horizontal drain tees 

NOT



all

 
wall thimble

combustible



 

within 1 ft. of appliance adaptor and at all elbow
maintaining clearance to combustibles as per Table 2.



should be used on vertical and horizontal runs where
possible in order to allow ease of connecting the vent assembly during the final stages



or less of horizontal vent run and
supported at the base and





all
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